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NOTE:

SUBMERSIBLE DEWATERING PUMP SCHEDULE

PUMP NO.

TEMPORARY,
PERMANENT,

EXISTING

CHANGES
ANTICIPATED

DURING
CONSTRUCTION

REQUIRE
TEMPORARY

PUMP LOCATION DESCRIPTION

ESTIMATED
CAPACITY

(GPM)

ESTIMATED
FINAL TDH

(FT)
ESTIMATED

FINAL HP DRIVE

ESTIMATED
VOLTAGE AND

PHASE

ESTIMATED
CONSTRUCTION

PHASE(S) WHERE
PUMP IS

OPERATIONAL
WATER LEVEL

CONTROL
CONTROL LEVEL -

MIN (FT AMSL)
CONTROL LEVEL -
MAX (FT AMSL) NOTES

- TEMP, EXISTING NO EXISTING PIT 3 DEWATERING PIT 3 TO EXISTING WTP 500 - 75 EXISTING 480V -3PHASE 1 MANUAL EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO EXISTING PIT 4 DEWATERING PIT 4 TO EXISTING WTP 500 - 25 EXISTING EXISTING EARLY WORKS MANUAL EXISTING EXISTING DIESEL; WILL BE DECOMM
- TEMP, EXISTING NO BPA WELL GW-58 BPA DEWATERING WELL TO PIT 3 15 EXISTING 0.5 EXISTING 230V -1PHASE EARLY WORKS MANUAL MANUAL MANUAL WILL BE DECOMM IN EARLY WORKS
- TEMP, EXISTING NO CENTRAL DRAINAGE/TOE SEEP COLLECTOR CENTRAL DRAINAGE (PBC-01) TO PCP 1 EXISTING 0.1 EXISTING 0-24V DC 1,2 EXISTING EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO CENTRAL DRAINAGE/TOE SEEP COLLECTOR CENTRAL DRAINAGE (PBC-02) TO PCP 1 EXISTING 0.1 EXISTING 0-24V DC 1,2 EXISTING EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO CENTRAL DRAINAGE/TOE SEEP COLLECTOR CENTRAL DRAINAGE (PBC-03) TO PCP 1 EXISTING 0.1 EXISTING 0-24V DC 1,2 EXISTING EXISTING EXISTING DIESEL; WILL BE DECOMM
- TEMP, EXISTING NO CENTRAL PUMPBACK CENTRAL (RESTROOM) PUMPBACK TO PCP 5 EXISTING EXISTING EXISTING EXISTING 1 EXISTING EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO WESTERN DRAINAGE WESTERN DRAINAGE (PBW-01) TO WET WELL 1 EXISTING 0.1 EXISTING 0-24V DC 1 EXISTING EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO WESTERN DRAINAGE WESTERN DRAINAGE (PBW-02) TO WET WELL 1 EXISTING 0.1 EXISTING 0-24V DC 1 EXISTING EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO WESTERN DRAINAGE WET WELL WESTERN DRAINAGE WET WELL TO PCP (GREEN) 10 EXISTING 10 EXISTING 480V -3PHASE 1 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO WESTERN DRAINAGE WET WELL WESTERN DRAINAGE WET WELL TO PCP (YELLOW) 10 EXISTING 10 EXISTING 480V -3PHASE 1 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO WESTERN DRAINAGE WET WELL WESTERN DRAINAGE WET WELL TO PCP (RED) 10 EXISTING 10 EXISTING 480V -3PHASE 1 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO FAR EAST DRAINAGE FAR EAST DRAINAGE TO BLOOD POOL 15 EXISTING 2 EXISTING 230V -1PHASE 1 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO FAR EAST DRAINAGE FAR EAST DRAINAGE TO BLOOD POOL 15 EXISTING 1.5 EXISTING 230V -1PHASE 1 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO FAR EAST DRAINAGE FAR EAST DRAINAGE TO EAST SEEP COLLECTOR 10 EXISTING 0.5 EXISTING 230V -1PHASE 1 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO FAR EAST DRAINAGE FAR EAST DRAINAGE (MWED-05) TO PUMPBACK 1 EXISTING 0.1 EXISTING 0-24V DC 1,2 EXISTING EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO EAST SEEP EAST SEEP PUMPBACK #1 TO PIT 3 10 EXISTING 0.75 EXISTING 230V -1PHASE 1,2 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO EAST SEEP EAST SEEP PUMPBACK #2 TO PIT 3 10 EXISTING 0.75 EXISTING 230V -1PHASE 1,2 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO EAST SEEP EAST SEEP STANDBY TO PIT 3 10 EXISTING 3 EXISTING 230V -1PHASE 1,2 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO BLOOD POOL BLOOD POOL TO PIT 3; BP PUMPBACK #1 5 EXISTING 2 EXISTING 230V -1PHASE 1,2 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO BLOOD POOL BLOOD POOL TO PIT 3; BP PUMPBACK #2 5 EXISTING 2 EXISTING 230V -1PHASE 1,2 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING NO BLOOD POOL BLOOD POOL TO PIT 3; BP AUX PUMP 5 EXISTING 2 EXISTING 230V -1PHASE 1,2 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING YES PCP (PCP-1 EAST) PCP TO PIT 3 (PHASE 1); SOUTH POND (PHASE 2) 50 203 40 EXISTING 480V -3PHASE 1,2 FLOAT EXISTING EXISTING WILL BE DECOMM
- TEMP, EXISTING YES PCP (PCP-2 WEST) PCP TO PIT 3 (PHASE 1); SOUTH POND (PHASE 2) 50 203 40 EXISTING 480V -3PHASE 1,2 FLOAT EXISTING EXISTING WILL BE DECOMM

- PERM, EXISTING NO BPA WELL GW-54 BPA DEWATERING WELL TO EQ POND 25 120 7.5 EXISTING 230V -1PHASE 1,2,3,+

MANUAL/
TRANSDUCER
PHASE 1,2,3,+ 2660 2665

USE EXISTING PUMP. NEW CONTROL PANEL AND
TRANSDUCER INSTALLED IN PHASE 1.

P-0031 PERM YES PIT 3 WASTE ROCK DEWATERING PIT 3 TO EQ POND 228 450 50 FVNR 480V -3PHASE 2,3,+ TRANSDUCER 2544 2549 PIT 3 PUMPS/FLOWMETERS IN ONE CONTROL PANEL
P-0035 PERM YES PIT 3 UNDERDRAIN PIT 3 TO EQ POND 366 500 60 FVNR 480V -3PHASE 2,3,+ TRANSDUCER 2516 2523 PIT 3 PUMPS/FLOWMETERS IN ONE CONTROL PANEL
P-0041 PERM YES PIT 4 WASTE ROCK DEWATERING PIT 4 TO EQ POND 68 250 7.5 FVNR 480V -3PHASE 1,2,3,+ TRANSDUCER 2999 3004 PIT 4 PUMPS/FLOWMETERS IN ONE CONTROL PANEL
P-0045 PERM YES PIT 4 UNDERDRAIN PIT 4 TO EQ POND 128 315 15 FVNR 480V -3PHASE 1,2,3,+ TRANSDUCER 2960 2967 PIT 4 PUMPS/FLOWMETERS IN ONE CONTROL PANEL

TP-0060 TEMP NO CENTRAL DRAINAGE ALLUVIAL CENTRAL TRENCH TO WET WELL 15 37 0.5 FVNR 230V -1PHASE 1,2,3,+ TRANSDUCER SEE SECTION 7 SEE SECTION 7
TP-0070 TEMP NO WESTERN DRAINAGE ALLUVIAL WESTERN TRENCH TO WET WELL 15 51 0.5 FVNR 230V -1PHASE 1,2,3,+ TRANSDUCER SEE SECTION 7 SEE SECTION 7
TP-0080 TEMP NO EASTERN DRAINAGE ALLUVIAL FAR EAST TRENCH TO WET WELL 15 42 0.5 FVNR 230V -1PHASE 1,2,3,+ TRANSDUCER SEE SECTION 7 SEE SECTION 7
TP-0090 TEMP NO ALLUVIAL GROUND WATER CONTROLS WET WELL DRAINAGE SYSTEMS TO EQ POND 45 205 5 FVNR 230V -1PHASE 1,2,3,+ FLOAT SEE SECTION 10 SEE SECTION 10
P-0101 PERM NO SEEPAGE COLLECTOR DEWATERING WET WELL TO PERMANENT BPA WET WELL 10 250 1 FVNR 230V -1PHASE 3,+ FLOAT SEE SECTION 10 SEE SECTION 10
TP-0131 TEMP YES SOUTH POND EAST CELL SOUTH POND TO WTP 250 75 7.5 FVNR 480V -3PHASE 2 TRANSDUCER SEE SECTION 5 SEE SECTION 5 SOUTH POND CONTROLS INTO ONE CONTROL PANEL
TP-0132 TEMP YES SOUTH POND WEST CELL SOUTH POND TO WTP 250 75 7.5 FVNR 480V -3PHASE 2 TRANSDUCER SEE SECTION 5 SEE SECTION 5 SOUTH POND CONTROLS INTO ONE CONTROL PANEL
P-0105 TEMP YES WEST POND WEST POND TO WTP 500 55 15 FVNR 480V -3PHASE 3,+ TRANSDUCER SEE SECTION 5 SEE SECTION 5

INSTRUMENTATION SCHEDULE

EARLY WORKS

TAG DESCRIPTION MAKE MODEL SUPPLY LINE SIZE RANGE

SHEET(S)

COMMENTS

LT-0041 PIT 4 WASTE ROCK DEWATERING LEVEL KPSI SERIES 700 24V DC N/A 0-15' 11-5
OR APPROVED EQUAL

FE/FIT-0041 PIT 4 WASTE ROCK DEWATERING TRANSMITTER & SENSOR ENDRESS+HAUSER PROMAG 53W 120V AC 4" SEE NOTE 1 11-5

PROVIDE WITH APPROPRIATE FACTORY CABLE LENGTH, OR APPROVED EQUAL

LT-0045 PIT 4  UNDERDRAIN LEVEL KPSI SERIES 700 24V DC N/A 0-15' 11-5 OR APPROVED EQUAL

FE/FIT-0045 PIT 4 UNDERDRAIN FLOW TRANSMITTER & SENSOR ENDRESS+HAUSER PROMAG 53W 120V AC 4" SEE NOTE 1 11-5

PROVIDE WITH APPROPRIATE FACTORY CABLE LENGTH, OR APPROVED EQUAL

LT-0060 CENTRAL DRAINAGE LEVEL KPSI SERIES 700 24V DC N/A 0-15' 11-5
OR APPROVED EQUAL

FE/FIT-0060 CENTRAL DRAINAGE FLOW TRANSMITTER & SENSOR ENDRESS+HAUSER PROMAG 53W 120V AC 2" SEE NOTE 1 11-5

PROVIDE WITH APPROPRIATE FACTORY CABLE LENGTH, OR APPROVED EQUAL

LT-0070 WESTERN DRAINAGE LEVEL KPSI SERIES 700 24V DC N/A 0-15' 11-5
OR APPROVED EQUAL

FE/FIT-0070 WESTERN DRAINAGE FLOW TRANSMITTER & SENSOR ENDRESS+HAUSER PROMAG 53W 120V AC 2" SEE NOTE 1 11-5

PROVIDE WITH APPROPRIATE FACTORY CABLE LENGTH, OR APPROVED EQUAL

LT-0080 FAR EAST DRAINAGE LEVEL KPSI SERIES 700 24V DC N/A 0-15' 11-5
OR APPROVED EQUAL

FE/FIT-0080 FAR EAST DRAINAGE FLOW TRANSMITTER & SENSOR ENDRESS+HAUSER PROMAG 53W 120V AC 2" SEE NOTE 1 11-5

PROVIDE WITH APPROPRIATE FACTORY CABLE LENGTH, OR APPROVED EQUAL

LSHH-0090 ALLUVIAL WET WELL HIGH HIGH LEVEL ALARM FLYGT ENM-10 NO/NC CONTACT N/A N/A 11-5

PROVIDE WITH APPROPRIATE CABLE LENGTH, OR APPROVED EQUAL

LSH-0090 ALLUVIAL WET WELL HIGH LEVEL ALARM FLYGT ENM-10 NO/NC CONTACT N/A N/A 11-5

PROVIDE WITH APPROPRIATE CABLE LENGTH, OR APPROVED EQUAL

LSL-0090 ALLUVIAL WET WELL LOW LEVEL ALARM FLYGT ENM-10 NO/NC CONTACT N/A SEE NOTE 1 11-5

PROVIDE WITH APPROPRIATE CABLE LENGTH, OR APPROVED EQUAL

PHASE 1

TAG DESCRIPTION MAKE MODEL SUPPLY LINE SIZE RANGE

SHEET(S)

COMMENTS

LT-0054

EXISTING BPA WELL (GW-54) LEVEL

KPSI SERIES 700 24V DC N/A SEE NOTE 1 11-6
OR APPROVED EQUAL

FE/FIT-0054

EXISTING BPA WELL (GW-54) FLOW TRANSMITTER & SENSOR

ENDRESS+HAUSER PROMAG 53W 120V AC 2" SEE NOTE 1 11-5

PROVIDE WITH APPROPRIATE FACTORY CABLE LENGTH, OR APPROVED EQUAL

LT-0031 PIT 3 WASTE ROCK DEWATERING LEVEL KPSI SERIES 700 24V DC N/A 0-15' 11-5
OR APPROVED EQUAL

FE/FIT-0031 PIT 3 WASTE ROCK DEWATERING FLOW TRANSMITTER & SENSOR ENDRESS+HAUSER PROMAG 53W 120V AC 6" SEE NOTE 1 11-5

PROVIDE WITH APPROPRIATE FACTORY CABLE LENGTH, OR APPROVED EQUAL

LT-0035 PIT 3 UNDERDRAIN LEVEL KPSI SERIES 700 24V DC N/A 0-15' 11-5
OR APPROVED EQUAL

FE/FIT-0035 PIT 3 UNDERDRAIN TRANSMITTER & SENSOR ENDRESS+HAUSER PROMAG 53W 120V AC 6" SEE NOTE 1 11-5

PROVIDE WITH APPROPRIATE FACTORY CABLE LENGTH, OR APPROVED EQUAL

LT-0131 SOUTH POND LEVEL KPSI SERIES 700 24V DC N/A 0-75' 11-5
OR APPROVED EQUAL

LT-0132 SOUTH POND LEVEL KPSI SERIES 700 24V DC N/A 0-75' 11-5
OR APPROVED EQUAL

PHASE 2

DESCRIPTION MAKE MODEL SUPPLY LINE SIZE RANGE

SHEET(S)

COMMENTS

LT-0105 WEST POND LEVEL KPSI SERIES 700 24V DC N/A 0-75' 11-6
OR APPROVED EQUAL


































